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CPC Control Room

This document is an overview of multiple equipment with control PC’s locates in a control room.

CPC Control Room — Remote clients

The example below is a control room utilizing remote client PCs. The PCs as shown in this configuration
are capable of full control of the process from the control room. Operators can monitor and control
multiple equipment form one location utilizing this design.
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CPC Control Room - Backup PCs

The example below is a control room utilizing PCB as the remote client. Using this design will require the

PC switching lights and buttons electrical hardware to be moved to the remote control room. Operators

can monitor and control multiple equipment form one location utilizing this design.
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